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Valve Box Installation Instructions 1
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230mm WIDE PAVER LAYER
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REFER MOTE 4

CONTINUE PIPE

WIDE BRICK EDGE STRIP TYPE 2 SURRCUND ARRANGEMENT
LAID ON WELL COMPACTED NTS
SAND WORK BY DEVELOPER 288 TYP WORK BY DEVELOPER U S
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LOT BOUNDARY (REFER TO EDB2-7-1
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PLASTIC UNDER BOX
SEE ORG. 3064-10-1
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WITH CI HANDLE

et
7

NN |
& CHANBER SUPPORT BRICKS %ﬁ/'\"l
EQUALLY SPACED ALL ROUND

DN 50 COPPER TUBE
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FOR CONCRETE THRUST
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BLANK END THRUST SUPPORT - DN100 & DN150
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Valve Box Installation Instructions 2

‘STOCKBRANDS® VALVE BOX—FLANGE TYPE

VALVE SPINDLE EXTEMSION
COMPLYING WITH DRAWING
AQF1=3=1 (IF REQUIRED)
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L1 DN150 Pve—M PN16 PIPE
( /(Le»«cm TO SUIT)
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MASS CONCRETE SUPPORT BLOCK

COMPLETE WITI

DRECAING

H PYC BOND
MEMBRANE AT CONTACT SURFACE

BURIED GATE VALVE
TYPICAL ARRANGEMENT

ACCESS COVER TO BE USED IN VERGE AFFLICATIONS
AND WHERE LIKELY
PRODUCT HAS CLASS D TRAFFIC RATING.

TO BE DRIVEN

OVER.
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FLUSHING PQINT (FP)

BOUNDARY OF
LAST LOT SERVED

F.S.L.

C.I. HINGED METER COVER.
SEE DRG. AQ71-1-1
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VSIS

VUSTS

HINGED METER COVER
PLASTIC UNDER BOX
SEE DRG. BD64—-10-1
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100 MIN.
150 MAX.

6 CHAMBER SUPPORT BRICKSA/ f

EQUALLY SPACED ALL ROUND

U/S & D/S ENDS REVERSED@—/ |
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Valve Box Installation Instructions 3

FaS:L

100 MIN
150 MAX.

JARRAH THRUST
SUPPORT SEE
DRG. BDB2—2—35.
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ALTERNATIVE INSTALL:
TIMBER THRUST SUPPORT

SCALE: DIAGRAMATIC

HORIZONTAL LATH DUG
INTO POSITION AGAINST
UNDISTURBED SOIL OR
WELL COMPACTED FILL.

DN 100
WATER MAIN




